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CARGOINSPECT-OPREMA
dooel Skopje

Company for inspection of quality and quantity
of equipment, machinery and technical materials

CARGOINSPECT

Skopje, 25.09.2018

CERTIFICATE No. 11-574-2018/774

FOR PERFORMED INSPECTION OF AUTOMATIC AIR PELLET STOVE

1. GENERAL DATA

1.1. Client and manufacturer: RADE KONCAR - TEP
Il Makedonska Brigada 52, 1000 Skopje, Macedonia

1.2. Inspection Body: Cargonispect-Oprema Dooel (IB-075)
Marsal Tito 2/14a, 1000 Skopje, Macedonia
1.3. Place and date of inspection: Skopje, 21.09.2018
2. SUBJECT OF INSPECTION

2.1. Automatic air pellet stove, model TEP 12 kW

3. MODE OF INSPECTION

3.1. Review and check of the technical documentation, inspection of design and construction requirements,
quality of manufacture, test of performances, functional and safety tests of the tested sample according to the
requirements of MKC EN 14785:2010 Standard using wood pellets as test fuel.

4. INSPECTION RESULTS

4.1. Results of the inspection are stated in detail in Test Report No. 11-574-2018/774 — TRO1 which is integral
part of this Certificate.

5. CONCLUSION

5.1. The results of the performed inspection show that the tested sample of Automatic air pellet stove model
TEP 12 kW satisfies the minimum requirements of the reference Standard MKC EN 14785:2010.

* Intergral part of this Certificate is Test Report no. 11-574-2018/774-TR01

Certificate is valid until 25.09.2021
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Inspector e end Technical Director / Manager
Aleksandar Stawrev Dimitrija Risteski
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¥ Osoj cepTidumkar Moxke Aa ce Konvpa camo BO UeniocT, a ieN0BM Of HEro Camo CO MUCMEHa COrMAcHoCT 0g VIHCNeKUMCKOTO Tero. CepTutiukaToT He e BanuaeH 6ea neyar u NoTnue. o
N This certificate may be copied only in full, parts of it only upon written approval of the Inspection Body. Certificate is not valid without stamp and signature.

PesynratuTe 0/ NCTIMTYBaHETO CE& OAHECYBAAT CaMO Ha MCMMTAHMOT NPUMEPOK 1 N0 UCTHTE ONMLIAHK YCTIOBH.
The results of inspection refer only to the sample inspected and under the same described conditions.
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